



































– Access Total Harmonic Distortion (THD).
– Evaluate Neutral currents.
– LNEG: Access flicker levels and dynamic voltage


































































I • Only Loads – peak cenario




































































































































































































THD – According to IEC 61000‐2‐2 – 50th Harmonic – 2500 Hz
THD – Full Harmonic Spectrum – 21 kHz
Values for Case IV(F)
at Bus 5
Conclusions
• Voltage and Current Total Harmonic Distortion
Values are conforming to IEC 61000‐3‐2,
EN50160 standards.
• Results present a significant contribution as
pre‐normative recommendation in
considering high frequency harmonics
acquired from real device measurements
(f>40).
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